ADDENDUM NUMBER 2
DATED 11/10/17
TO
SPECIFICATIONS FOR PROPOSAL #18 8003 KS C
DATED 10/17/17

See attached drawing for clarification.

All else remains unchanged

The Curators of the University of Missouri

By: Kevin Summers, CPPB
Strategic Sourcing Specialist
UM System Supply Chain
573-884-8797
Each filter in the yellow-hashed areas will have a pressure drop that will range from 5 to 10 inches of water column. This does not include pressure drops from valves, connections, etc.

Each filter in the blue-hashed areas will have a pressure drop that will range from 0.2 to 2 inches of water column. This does not include pressure drops from valves, connections, etc.